GENERAL NOTES
Variable

1. Install 50 x 250 x 1800 treated plank
300 below ground surface with inner
face directly against pole outer face
to be face against undisturbed earth
as near as practicable.
) T 400 Watt
See Section A, ! high pressure 2. Pole key anchor and plank stabilizer
807-LTHI-07 ‘ sodium lamp to be installed at each major change
| Y of overhead line direction and at each
‘ end of lighting distribution.
‘ 3. See Section on Standard Drawing
‘ 807-LTHI-07.
|
#6 Bare copper ‘ o Oy Y
ground wire \ %i %ﬁéﬁ% i?ji?;;\??j\l\:[
‘ A |
| 2l
el
Class 5-50 treated N ! «
wood pole g ‘
Q) |
N
| ‘ %
|
g
| J\ﬁ
! 1800
|
Plastic ground wirecover !
2440 mm long ‘ 0 — 2500
1500
N Desirable
Elevation of road edge
_
All dimensions are in mm unless otherwise specified.
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